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Aeration processAbstract Based on a successful experimental result from laboratory and bench scale for treatment
of wastewater from beverages industry, an industrial and efficient treatment unit is designed and
constructed. The broad goal of this study was to design and construct effluent, cost effective and
high quality treatment unit. The used technology is the activated sludge process of extended
aeration type followed by rapid sand filters and chlorination as tertiary treatment. Experimental
results have been considered as the basis for full scale design of the industrial capacity of
1600 m3/day treatment plant. Final effluent characteristics after treatment comply with Egyptian
legalizations after reducing COD and BOD5 by about 97% and 95% respectively. So it is recom-
mended to reuse treated effluent in textile industry in dyeing process.
 2016 Faculty of Engineering, Ain Shams University. Production and hosting by Elsevier B.V. This is an
open access article under the CC BY-NC-ND license (http://creativecommons.org/licenses/by-nc-nd/4.0/).1. Introduction
Water consumption is one of the most significant cost factors
in beverage industry, since water is one of the main ingredients
of the products. Huge amount of freshwater is required for
beverage industry so it generates large quantity of wastewater
due to its high water consumption [1,2]. Bottle washing or
cleaning of machines and equipment also requires enormous
amounts of water. Wastewater from bottle washing is almost
50% of the total wastewater generated by this industry [3].Process for soft drinks typically pollutes the process water with
sugar and other easily biodegradable substances [4]. Pollutants
in wastewater generated from soft drink industries are also due
to the fact that they are mainly composed of washing water
from production lines which is derived from the ingredients
used in the final production [5].
Wastewater discharged from soft drink industries usually is
contaminated by suspended solid, organic substances, high pH
[6], COD, BOD, nitrates, phosphates, sodium and potassium
[7–11]. Both economical and ecological benefits are the main
results of water demand supervision and cleaner production
concepts for combination of water demand [12]. Water intake
can be reduced significantly by using processes in closed cir-
cuits, also minimize resource input and thus thereby reducing
pollution of finite freshwater resources [12].
Biological treatment seems to be the most convenient
treatment process for soft drink wastewater due to its content
of organic pollutants [7]. The anaerobic digestion has becomeJ (2016),
2a promising treatment process mainly for energy recovery from
organic pollutants of solid wastes [13]. Estimation of treatment
efficiencies of full scale reactors can be obtained from the
kinetic studies of experimental results [14].
The aim of this investigation was to treat beverage indus-
trial effluent using activated sludge process of extended aera-
tion followed by rapid sand filtration and chlorination as
tertiary treatment to get treated water fulfilling governmental
rules.
2. Experimental
2.1. Materials
Soft drink wastewater (SDW) was collected from National
Beverage Co., Kalioub Plant, Egypt, with capacity
1600 m3/day.
2.2. Experimental technique
2.2.1. Wastewater characterization
Samples collected from the 1600 m3/day, resulting wastewater
from this company are analyzed after screened through screen
unit to remove big floating matters. Characteristics of wastew-
ater discharged are summarized in Table 1.
2.2.2. Treatment process selection
To construct a wastewater treatment plant in any industry,
wastewater characteristics, site conditions of the treatment
plant and economical feasibility of the treatment process must
be taken into considerations for selection of the treated
process.
In our case study the activated sludge process of extended
aeration type was followed by rapid sand filtration and then
coloration system as tertiary treatment. The proposed treat-
ment process unchecked on bench scale experiments.
2.2.3. Treatment lines
According to the general process flow scheme shown in Fig. 1
the investigated treatment plant has the following components:Table 1 Characteristics of wastewater from Kalioub Plant
effluent and corresponding maximum allowable results.a
Parameter Average Maximum
allowablea
Wastewater flow (m3/day) 1600
(m3/h) 67
Chemical Oxygen Demand COD (mg/l) 1750 100
BOD5 (mg/l) 875 60
Temperature (C) 20–30 35
Suspended Solids (SS mg/l) 375 60
pH 7–8 6–9
Residual cholorine <1.5 –
a Ministry of Irrigation Decree 8/1983 implementing Law
48/1982; Section 6 sets regulations standards and specifications for
treating wastewater. Article 66 describes criteria of treated indus-
trial wastewater to be discharged to non fresh surface waters.
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 Grease trapM.A. Abdel-Fatah et al. Inlet chamber
 Screen
 Grit removal chamber
 Balancing tank
 Extended aeration tanks
 Final settling tank
 Pressure filter unit
 Contact tank
b. Solid/sludge line Centrifugal return sludge pump
 Sludge holding tank
c. Services building units Control panel
 Laboratory
 Mechanical equipment
 Administration.
2.2.4. System description
The proposed plant system depends on three stage plant type.
These stages are primary, secondary and tertiary treatment
stages. The primary treatment that depends mainly on physical
action to remove floating matters in the screen unit and to
remove sand in grit removal chamber. A grease trap (fats, oil,
greases removal unit) will be installed forward of the screens
to serve the domestic wastewater inflow. The second treatment
depends on biological aerobic action that takes place in the
aeration tank and the oxidized matters are removed in the final
settling tank. Biological treatment process is expected to have
the purpose of removing organic pollutants from the effluent
by oxidation with air. There are only two basic methods of con-
taining the air andwastewater to allow oxygen transfer [15]. The
first is to introduce air or pure oxygen in the wastewater to be
treated by extended aeration which is used in this investigation.
The second method mechanically agitators at the surface to
transfer of oxygen to the wastewater from the atmosphere.
The tertiary treatment depends on both physical and biological
actions with chemical and electrical actions for completing the
removal of both organic, solids and bacteria before reuse of
water. The disinfection unit may be used for bacterial removal.
2.2.5. Units selection
a. Inlet chamber
b. Screen
c. Grit removal chamber
d. Balancing tank
e. Extended aeration tank
f. Final settling tank
g. Sand filter unit
h. Chlorination contact tank
i. Filter feeding unit
j. Sludge holding tank
k. Sludge dewatering system.ste eﬄuent treatment unit from beverages production, Ain Shams Eng J (2016),
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vated sludge process of extended aeration followed by sand fil-
ters and chlorination as tertiary treatment which loads to final
treated effluent characteristics which comply with the Egyptian
regulations.
3.1. Effluent characteristics
Final treated effluent characteristics are illustrated in Table 2.
The treated effluent could be reused in dyeing clothes with-
out influencing the coloration quality [16].
3.2. Estimated area
It is estimated that a site area of approximately 1800 m2 will be
required for the proposed wastewater treatment plant.
3.3. Treatment units
a. Inlet chamber
It is a rectangular in shape and has a warped bottom with
the following dimensions:
 Length = 1.0 m
 Width = 0.75 m
 Depth = 0.35 m
 Free board = 0.35 m
4b. Screen
This unit is designed to remove big floating matters, such as
papers, textiles, and wooden pieces. Two parallel screens, of
the manually cleaned type, will be used. The removal of screen-
ings will be done manually and raked for dewatering on the
perforated platform. Screen size was a follows:
 Inclination angle = 60
 Depth = 0.65 m
 Spacing = 20 mm
 Bar thick = 15 mm
 Bar width = 30 mm
 No. of spacing = 16 spaces
 No. of bars = 15 bars
 Width = 0.54 m
 Head loss = 0.05 m
 No. of screen units = 2Table 2 Final treated effluent Characteristics.
Parameter Average value
Chemical Oxygen Demand COD (mg/l) 100
BOD5 (mg/l) 60
Temperature (C) 35
Suspended Solids (SS mg/l) 60
pH 6–9
Residual cholorine –
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This unit is designed to remove the particles of size
greater than 0.2 mm to protect the mechanical parts and
pipes from abrasion and wear. The unit is a long channel
with a rectangular cross section and the outlet proportional
weir controls the velocity of flow inside it. Two parallel
units will be used. The grit will be collected by a manual
scraper in a hopper containing the sand dewatering valve
that will remove sand to the sand barrel. These units (2)
have the following dimensions:
 Length = 10 m
 Depth of water = 0.25 m
 Width = 0.75 md. Balancing tank
The balancing tank is designed to receive the Industrial
sewage coming from the lift pump station. It is provided with
the transfer pumps and the accessories. Tank dimension is as
follows:
 No. of tanks = 2
 Depth = 2.5 m
 Width = 10 m
 Length = 11.25 m
Accessories of balancing tank are as follows:
– Feed pumps:
o No. of pumps = 3 (2 working + 1 stand-by)
o Pump capacity = 33.3 m3/h
o Required pressure head = 5 m
– pH control system which consists mainly of:
o pH probe sensor
o pH probe sensor holder
o pH controller
o pH control cable
o Solenoid valvee. Extended aeration tank
This unit is designed to achieve the biological treatment
contact between the inflow industrial sewage and the bacterial
growth to achieve the removal of the organic materials from
the industrial sewage. The mixing and aeration are achieved
by air diffusing with air blowers. The tank is a channel shape
with horizontal helical flow, due to the diffused air effect. The
returned sludge from the final settling tanks will be transfer by
a submersible and/or air lift pump to the front inlet area of the
aeration tank.
The aeration units consist mainly of the following
components:
1. Aeration tank
 No. of tanks = 4
 Depth = 6.0 m
 Width = 5.0 m
 Length = 20 mste eﬄuent treatment unit from beverages production, Ain Shams Eng J (2016),
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 Head of air blower = 0.5 kg/cm2
 Q of air blowers = 5800 m3/h
 Blower capacity = 3203 m3/h
 No. of blowers = 2 working + 1 stand-by3. Oxygen control system
 Oxygen prob. sensor
 Oxygen sensor holder
 Oxygen controllerf. Final settling tank
Settling tank is used to remove the stabilized organic in the
aeration tank using the mechanical properties of the suspended
solids. The tank is circular in shape with radial flow from the
control settling chamber to the perimeter with overflow weir.
The tank bottom is inclined by 45 to the hopper bottom area
that is equipped with outlet pipes for sludge removal using cen-
trifugal pumps.
Settling tank has the following components with the follow-
ing dimensions:
1. Dimension of tanks
 No. of tanks = 2
 Each of area = 44.4 m2
 Diameter = 7.5 m
 Depth = 3.0 m
 Side slope = 15o
 Side earl = 2.5 m
 Total depth = 4.5 m2. Return sludge air lift pump
 Qr = (200% Qav)Ple
htt= 66.6 m3/h
 Q excess = 80 m3/day
 Air pressure = 0.5 kg/cm23. Phosphrous control system
 Phosphrous probe sensor
 Phosphrous sensor holder
 Phosphrous controllerg. Sand ﬁlter unit
The filter unit consists of two pressure sand filters. The unit
is designed to achieve high removal efficiency to meet environ-
mental requirements. The pressure sand filter unit is of cylin-
drical shape and has a piping drainage system on the
bottom, equipped with nozzles. The gravel layer above the bot-
tom consists of particles sizes varied between 2 and 5 cm with
20 cm depth and the sand layer of depth 75 cm with particles’
size varied between 3 and 12 mm on 3 layers to achieve unifor-
mity coefficient 1.5. The unit is designed to work about 24 h
and to stop for washing for ¼ h and then to enter service again.
The wash water will be disposed to the nearby manhole.
Sand filter unit has the following components with the fol-
lowing dimensions:
1. Sand filters
 No. of units = 2
 Diameter of filter = 1.80 mase cite this article in press as: Abdel-Fatah MA et al., Design parameters for wa
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2. Filter feed pump
 Pump capacity = 33.3 m3/h
 No. of units = 2 + 1 stand-by
 Pressure head = 20 m
3. Back wash pump
 Pump capacity = 90 m3/h
 Pressure head = 25 mh. Chlorination contact tank
The unit is designed to provide enough contact time for
chlorination to take place. The tank is rectangular in shape
using partitions for flow motion control preventing short cir-
cuit. The tank is uncovered, except for the first panel which
is covered to prevent the escape of chorine before action taking
place. The chlorine feeding is done by a dosing pumps system
from the chlorine solution tanks to a pipe entering the tank
inlet.Chlorination system unit has the following components
with the following dimensions:
1. Contact tank
 No. of unit = 1
 Tank depth = 1.5 m
 Area = 5  5 m= 25 m2
2. Chlorine dosing pumps
 Pump dosing rate = 66.6 L/h
 Pumping head = 2–4 m
 Pump units = 2 + 1 stand-by
 Pump rate = 33.6 L/hr
 No. of tanks = 2 take (1 m3/each).
3. Chlorine control system
 Chlorine probe sensor
 Chlorine sensor holder
 Chlorine controller
 Chlorine cablei. Filter feeding unit – This unit consist of: Sump that is a rectangular shape from reinforced con-
crete attached to the contact tank effluent. The sump
capacity is about two hours of peak flow. The sump
has a bottom from reinforced concrete above plain
concrete with warping to a drop where the suction
pump pipes mousses erected.
 Three centrifugal pumps, two of which are duty pumps,
and the other is a stand-by pump. Each pump is
designed to meet the peak flow conditions. Each pump
has a pressure gauge, sluice valve and non-return valve
on its delivery pipe and pressure gauge and sluice valve
on its suction pipe which is erected in the pump house.
 A pump house to house the pumps, piping, switch
board and control panel.j. Sludge holding tank
This unit is designed to achieve additional sludge stabiliza-
tion to decrease its volume. The unit consists of a rectangular
tank equipped with air diffusers and receives sludge from theste eﬄuent treatment unit from beverages production, Ain Shams Eng J (2016),
6 M.A. Abdel-Fatah et al.final settling tank for a 30 days sludge storage period. The
effluent sludge is thickened and its volume is reduced to 50%
of the influent.
1. Sludge holding tank
 Depth = 5 m
 Area = 7 m  7 m
2. Sludge pump
 Pump capacity = 16 m3/h
 Pressure head = 7–8 mk. Sludge dewatering system
This system consists of the following:
 A picket fence sludge thickener with rakes and gear
box.
 A belt press or plate press with polymer conditioning
and controls.
4. Conclusions
Results of this study concluded that:
 Beverage industries are using large amount of freshwater,
so it is necessary to treat wastewater resulted from this pro-
cess and reuse it to save freshwater resources and energy.
 From this investigation it was from that biological treat-
ment with extended aeration followed by sand filter and
chlorination system is an effective process for the treatment
of soft drink wastewater and gave treated wastewater with
the following specifications: COD= 100 mg/l, BOD and
TSS = 60 mg/l, and pH is limit from 6 to 9.
 Dilution of treated water with freshwater up to 50% could
be reused for first three stages of bottels washing.
 Treated wastewater can be reused in other industries i.e.
textile industry which proved to be an eco-friendly process
due to saving freshwater, and hence reducing pollution
loads.
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